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Title 25, Chapter 3, Subchapter 2  

Article 2.7. Carbon Monoxide Alarm Systems 
 

§ 4326. Requirements for Single and Multifamily Manufactured Homes of up to Two Dwelling Units. 
(a) The requirements of section R315 of the California Code of Regulations, Title 24, Part 2.5, California Residential Code (CRC), 

herein incorporated by reference, shall apply to the design, construction and installation of approved carbon monoxide alarms in all of the 
following: 

(1) New manufactured homes or multifamily manufactured homes with two (2) dwelling units manufactured on or after July 1, 2012, 
containing either a fuel-burning appliance(s) or designed for site-installation of an attached garage. 

(2) Existing and used manufactured homes, mobilehomes or multifamily manufactured homes with two (2) dwelling units containing 
either a fuel-burning appliance(s), attached garage or designed for a site-installed attached garage, effective July 1, 2012.  

AUTHORITY: 
Note: Authority cited: Sections 18025 and 18028, Health and Safety Code. Reference: Sections 18015, 18020, 18025, 18028, 18029 and 18030.5, Health and SafetyCode.  
HISTORY  
1. New article 2.7 (sections 4326-4328) and section filed 6-7-2012; operative 6-7-2012 pursuant to Government Code section 11343.4 (Register 2012, No. 23). 
 

 
§ 4328. Requirements for Multifamily Manufactured Homes of More Than Two Dwelling Units. 

(a) The requirements of section 420.4 of the California Code of Regulations, Title 24, Part 2, California Building Code (CBC), herein 
incorporated by reference, shall apply to the design, construction and installation of approved carbon monoxide alarms in all of the 
following: 

(1) New multifamily manufactured homes with more than two (2) dwelling units manufactured on or after July 1, 2012, containing 
either a fuel-burning appliance(s) or designed for site-installation of an attached garage. 

(2) Existing and used multifamily manufactured homes with more than two (2) dwelling units containing either a fuel-burning 
appliance(s), attached garage or designed for a site-installed attached garage, effective January 1, 2013.  

AUTHORITY: 
Note: Authority cited: Sections 18025 and 18028, Health and Safety Code. Reference: Sections 18015, 18020, 18025, 18028, 18029 and 18030.5, Health and Safety 
Code. 
HISTORY  
1. New section filed 6-7-2012; operative 6-7-2012 pursuant to Government Code section 11343.4 (Register 2012, No. 23). 
 


